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Subject To Field Inspection
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Changes MUST Be Approved Prior To Performing Work 
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Corrosion Resistant Fasteners
Corrosion Resistant Fasteners:Fasteners for pressure preservative and fire-retardant treated wood shall be of hot-dipped galvanized steel, stainless steel, silicon bronze or copper. Exception: Half inch diameter or greater steel bolts
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Joist Specs
Manufactured joist specs shall be on-site for inspection
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Truss Engineering On-Site
Full manufactured truss engineering shall be available on-site at framing inspection
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